
Area Category 2016 LPD 2019 LPD SmlSch OffSml OffMed OffLrg RstnSml HotSml Whse RtlLrg StripMall GFMixedUseSchLrg HRApt PrkgGrg OffMedLabRtlMed

Auditorium 1.4 0.7 1.3% 5.0%

Beauty Salon 1.7 0.8 0.1% 0.1%

Classroom, Lecture, Training 1.2 0.7 49.4% 0.8% 35.0%

Commercial/Industrial Storage - Warehouse 0.6 0.45 8.5% 2.7% 19.7% 10.0% 10.0% 9.4% 1.3% 19.7%

Convention, Conference, Multipurpose and Meeting Center 1.2 0.85 3.7% 10.2% 10.2% 10.2% 0.4% 0.2% 0.2% 3.7% 2.2%

Corridors 0.6 0.6 12.2% 8.0% 9.6% 9.6% 1.9% 10.5% 1.0% 3.0% 1.5% 1.5% 14.0% 5.3% 2.9% 3.0%

Dining - Cafeteria 1 0.4 1.6% 1.5% 56.3% 0.4% 1.20% 1.2% 1.60%

Dining - Family/Leisure 1 0.5 1.0%

Electrical, Mechanical, Telephone Rooms 0.55 0.4 1.8% 2.0% 2.8% 2.8% 0.8% 2.6% 0.5% 0.80% 0.8% 3.30% 10%

Exercise /Fitness Center & Gymnasium 1 0.5 5.5% 0.2% 2.00% 2.0% 5.50% 2%

Hotel Function 1.4 0.85 62.0%

Financial Transaction 1 0.8 2.00% 2.0%

General/Commercial & Industrial Work - Low Bay 0.9 0.6 20.5% 0.40%

General/Commercial & Industrial Work - High Ba 1 0.65 70.0%

Library - Reading 1.1 0.8 1.0% 0.2% 0.1%

Library - Stack 1.5 1.1 0.4% 0.4%

Main Entry Lobby 0.95 0.85 2.6% 4.0% 5.9% 5.9% 10.5% 1.1% 5.0% 2.5%

Locker Room 0.7 0.45 3.8% 0.2% 1.0% 2.5%

Lounge, Breakroom, or Waiting 0.9 0.65 1.5% 5.9% 5.9% 0.7% 1.5%

Concourse and Atria 0.95 0.9

Office - > 250 sf 0.75 0.65 47.3% 34.4% 31.9% 0.3% 0.1% 1.0% 0.9% 13.5% 1.0%

Office - < 250 sf 1 0.7 4.0% 22.3% 22.3% 22.3% 1.1% 2.2% 4.0% 1.3% 13.5%

Parking Structure - Parking Zone 0.14 0.1 92.0%

Pharmacy 1.2 1.1 0.50% 0.5%

Merchandise Sales - Grocery 1.2 1.05

Merchandise Sales - Retail 1.2 1 0.10% 64.6% 77.5% 77.5% 0.20% 74.00%

Kitchen and/or Food Preparation 1.2 0.95 26.10% 1.20%

Laboratory 1.4 1 8.0% 0.90% 73% 0.0%

Healthcare Facility - Exam/Treatment Room 1.2 1.15 0.40% 0.4%

Healthcare Facility - Nurses’ Station 1.2 0.75 0.10%

Laundry 0.7 0.45 1.20% 2%

Restrooms 0.6 0.65 4.50% 4.70% 4.70% 4.70% 6.40% 3.00% 1.80% 3.70% 1.80% 1.8% 4.50% 3% 2.00%

Stairwell 0.6 0.5 2.20% 2.20% 3.20% 0.60%

All other 0.5 0.4 8% 2% 2% 2% 2% 2.0% 12.0% 63%

100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100% 100%

SmlSch OffSml OffMed OffLrg RstnSml HotSml Whse RtlLrg StripMall GFMixedUseSchLrg HRApt PrkgGrg OffMedLabRetailMed

0.99 0.84 0.84 0.85 0.98 1.15 0.96 1.05 1.09 1.09 0.94 0.57 0.18 1.26 1.04

0.64 0.68 0.67 0.67 0.57 0.77 0.64 0.86 0.9 0.9 0.63 0.44 0.14 0.91 0.87
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